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ADDENDUM #1
Date: April 18, 2007
To: Contractors
From: Michael A. Ambre, Project Manager, DFCM

Reference: UVSC - Heat Plant Waterproofing & Remodel
Utah Valley State College
Project Number 06311790

Subject: Addendum No. 1

Pages Addendum 1 page
Architectural Revisions 4 pages
Total 5 pages

Note: This Addendum shall be included as part of the Contract Documents. Items in this
Addendum apply to all drawings and specification sections whether referenced or not
involving the portion of the work added, deleted, modified, or otherwise addressed in the
Addendum. Acknowledge receipt of this Addendum in the space provided on the Bid
Form. Failure to do so may subject the Bidder to Disqualification.

1.1  SCHEDULE CHANGES - There are no schedule changes per this addendum.
1.2 GENERAL - See attached architectural revisions - Scott P. Evans Architect &

Associates.

End of Addendum #1
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Wednesday, April 18, 2007

PROJECT:

UTAH VALLEY STATE COLLEGE
HEAT PLANT PLAZA IMPROVEMENTS

D.F.C.M. PROJECT #06311790

ADDENDUM NO. 1

The Architect, as a clarification and addition, issues the data included herein to drawings, specifications, and
contract documents relative to the above project. Except as effected by data herein, all other parts of the
Contract Documents shall remain in full force and effect as issued by the Architect, April 04, 2007 (This
Date Applies to all Project Bid Documents). It shall be the sole responsibility of the bidder to appropriately
disseminate this data to all concerned prior to the assigned bid date and time. Receipt of the addendum
shall be recorded by the bidder in the appropriate space on the proposal form included in the Contract
Documents.

.. GENERAL ITEMS

Item #1 Replace sheet AE-102 from the original construction documents with the revised
sheet AE-102r1 attached to this document. The changes to this sheet include the
following:

e Removal of existing plaza drains and the installation of new drains
(relocated) to be tied into existing drain piping that daylights
through the adjacent concrete wall.

o New conduit, conductors, controls, and heat tape etc. for the new
drain lines.

¢ Removal of sand base beneath the asphalt pavers in Alternate #1.

e Change of the concrete joint pattern on Alternate #2 from a 5-0”
square pattern to a 10’-0” square pattern (still on campus grid).

Item #2 Drawing sheet AD-102.

e Change note #7 to read “Existing plaza drain to be removed.
Salvage portions of drain lines that may be reused / tied into
new, drains — see revised sheet AE-102.”




Utah Valley State College
Heat Plant Plaza Improvements

Addendum #1

Item #3

Item #4

Item #5

Drawing sheet AE-101. Grid G.6 & between grids 5.6 & 5.7
e Provide Carlisle “Sure-Seal Interlocking Rubber Paver System”
(or equal) at exterior landing area of existing door into the
Student Center. — Paver system is to be 4'x4’ and is to be cut as
required around base of boiler stack.

Supplementary Drawing ASD-01
e Please find Supplementary Drawing ASD-01 attached to this
document. This drawing covers the new electrical work that is to
take place in area #2 if alternates #1 or #2 are accepted.

PRIOR APPROVALS:

The following manufacturers, trade names and products are allowed to bid on a
name-brand-only basis with the provision that they completely satisfy all and
every requirement of the drawings, specifications and all addenda and shall
conform to the design, quality and standards specified, established and required
for the complete and satisfactory installation and performance of the building and
all its respective parts.

Item

Manufacturer Stipulations:

Light Bollard

LITHONIA # KBC8-
100M-R5-277-LPI-DDB
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